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EXISTING PANEL: 115-1-03A-2F EXISTING PANEL: 115-1-03A-2E EXISTING PANEL: 115-1-03A-2C EXISTING PANEL: 115-1-03A-2B EXISTING PANEL: 115-1-03A-2A

LEGEND

LEGEND CONTINUED

16
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one eighth inch

{ — W W P N P N P N
(CONN. LOAD: EXx+13.3 KVA  DEMAND LOAD: EX+10.6 KVA (EX+29.4A) | [CONN LOAD: 20 DEMAND LOAD: 16 KVA (44 A) )| [(conN. LoAD: 23.5 DEMAND LOAD: 20.0 KVA (55.5A) )| |(CONN.LOAD: EX+22  KVA  DEMAND LOAD: EX+16.5 KVA (EX+46 A) )| |(cONN. LOAD: ExisT DEMAND LOAD: EXIST KVA (EXIST) ] AFE ABOVE FINISHED FLOOR - TO BOTTOM OF ITEM UNLESS INDICATED 20A-125V DUPLEX PEDESTAL TYPE FLOOR RECEPTACLE, NEMA
(MAINS: 225A MLO VOLTAGE: 120/208V, 3 @, 4 W ) [(MAINS: 225A MLO VOLTAGE: 120/208V, 3 @, 4 W )| [(mAINS: 225A MLO VOLTAGE: 120/208V, 3 @, 4 W ) [(mAINS: 225A MLO VOLTAGE: 120/208V, 3 @, 4 W )| [(MAINS: 225A MB VOLTAGE: 120/208V,3 @, 4 W ) OTHERWISE ON DRAWINGS -20R, IN HUBBELL BA-2527 FLOOR BOX WITH SA-2525 COVER
LATE AND SC-3091 HOUSING, PROVIDE CARPET FLANGE WHERE
(LOCATION: - MOUNTING: SURFACE )| |(LocATiON: -- MOUNTING: FLUSH ]| |(LocATION: -- MOUNTING: FLUSH )| |(LocaTiON: -- MOUNTING: SURFACE )| |(LocaTiON: -- MOUNTING: FLUSH ) CKT CIRCUIT
\ /) ) /) ) ) REQUIRED
( CKT. NO N [ CKT. NO N ([ CKT. NO ) ([ CKT. NO N ([ CKT. NO \ C CONDUIT 20A-12 CEPTAC 20 S0
I REMARKS KVA || BKR. AND PH. BKR. || KVA REMARKS REMARKS KVA I BKR. AND PH. BKR. || KVA REMARKS REMARKS I KVA I BKR. AND PH. [ BKR. || KVA REMARKS REMARKS I KVA I BKR. [ AND PH. [ BKR. || KVA ] REMARKS REMARKS ]I KVA || BKR. AND PH. BKR. || KVA REMARKS e GR%'UNSS’ 'igpk/f: RECEPTACLE NEMA 5-20R, WITH ISOLATED
k . . - J k J . J J J \ J J hd J J J \ J J hd J . J k\ J J hd J J U J CM CONSTRUCTION MANAGER IG ( )
(; p p p (" p p - ~ ” p - N\ [ p ‘ p S ~ - S p )
EXISTING 60/3)( 1 | A ] 2 |(20/2 EX.LOAD )| EX. LOAD S8R )(20/21)( 1 | A ] 2 )(20/1)( .8R EX. LOAD | EX. LOAD 8R |(20/21)( 1 | A | 2 )(20/1)(14R EX. LOAD EX. LOAD 20/21)( 1 | A [ 2 \[(20/1 SPARE EX. LOAD 20/1)( 1 | A ] 2 \[(20/1 EX. LOAD css CENTRAL SOUND SYSTEM L1111 MULTI-OUTLET RECEPTACLE ASSEMBLY, SEE PLAN NOTES
3| B | 4 EX. LOAD EX. LOAD S8R |[20/2|[ 3 | B | 4 |[20/1|[1.2R EX. LOAD EX. LOAD 6R |[20/1][ 3 | B | 4 |[20/1]|] .6R EX. LOAD EX. LOAD 201 | 3 | B | 4 |[20/1 SPARE EX. LOAD 201 | 3 | B | 4 |[20/1 EX. LOAD .
5 | C| 6 |[2002 EX. LOAD EX. LOAD 8R |[20/1|[ 5 | C | 6 |[20/1|[1.2-R || EX.LOAD EX. LOAD 6R |[20/1|[ 5 | ¢ | 6 |[20/1][1.2R || EX.LOAD EX. LOAD 20/11 5 [ ¢ | 6 |[20/1 SPARE EX. LOAD 20/1|[ 5 | ¢ | 6 |[20/2 EX. LOAD DISC DISCONNECT ° SINGLE POLE WALL SWITCH (46" MH)
SPARE 302 | 7 [ A [ 8 EX. LOAD EX. LOAD LIR|[20/1|[ 7 | A | 8 |[20/1]|]14L EX. LOAD EX. LOAD SLR|[20/1][ 7 | A | 8 |[20/1][ 4L EX. LOAD EX. LOAD 201 | 7 [ A8 |[20/1 SPARE EX. LOAD 20| 7 [ A [ 8 N TWO-POLE WALL SWITCH (46" MH)
9 | B |10 |[20/2 EX. LOAD EX. LOAD 1.1-L |[20/1 ][ 9 | B | 10 |[20/1 ][ 1.4R EX. LOAD EX. LOAD 1.0-R |[20/1 | 9 | B |10 |[20/1 [ 1.2-L EX. LOAD TELE CLOSET || .6-R |[20/1 || 9 [ B | 10 |[20/1 SPARE EX. LOAD 20/1 | 9 | B | 10 |[20/1 EX. LOAD E EXISTING TO REMAIN r—e
EXISTING 201 |11 Cc |12 EX. LOAD EX. LOAD 1.2-L |[20/1|[ 11 | ¢ |12 |[20/1 ]| [1.5-L/R|[ EX. LOAD EX DAMPR CTRL|[1.0-M || 20/1 |[ 11 | ¢ [ 12 |[20/1 || 1.2-L EX. LOAD EX. LOAD 20/1|[ 11 ¢ [12 |[20/1 SPARE EX. LOAD 20/1|[ 11 ¢ |12 |[20/1 SPARE w ) "
EC ELECTRICAL CONTRACTOR e THREE-WAY WALL SWITCH (46" MH)
EXISTING 20/1 |[ 13| A |14 |[20/1 EX. LOAD EX. LOAD 8L |[20/1][ 13| A |14 |[20/1|[:8-R/M|| EX.LOAD SPARE 20/1 |13 A |14 |[20/1 ][ 1.0L EX. LOAD EX. LOAD 20/1|[ 13 A [ 14 |[20/1 SPARE EX. LOAD 20/1|[ 13 A [ 14 |[20/1 EX. LOAD
EXISTING 20/1 |[ 15 | B | 16 |[ 20/1 EX. LOAD EX. LOAD 1.4-L |[20/1 ][ 15 | B | 16 || 20/1 | [.9-L/R EX. LOAD SPARE 20/1 |15 | B | 16 |[20/1 SPARE STEAM VALVE |[1.0-M|[20/1 |[ 15 | B | 16 |[ 20/1 SPARE EX. LOAD 20/1 |15 | B | 16 || 20/1 EX. LOAD EM EMERGENCY T FOUR-WAY WALL SWITCH (46" MH)
EXISTING 20/1 |[ 17 | € |18 |[20/1 SPARE EX. EXH FANS || .5-M |[20/1 |[ 17 | C | 18 |[20/1 | [1.5-M || EF'S & CUH-1 SPARE 15/1|[17 | ¢ |18 |[15/1 SPARE EFS&CUH-3 |[1.5-M|[20/1 |[ 17 | € | 18 |[20/1 SPARE SPARE 20/1 |[17 | ¢ |18 |[20/1 EX. LOAD -
EXISTING 20/1 |[ 19 | A | 20 |[20/1 SPARE SPARE 20/1 |[ 19 | A |20 |[20/1 SPARE SPARE 15/1|[ 19 | A | 20 |[15/1 SPARE SPARE 30/1 |19 | A [ 20 |[20/1 SPARE SPARE 30/1|[ 19 | A [ 20 |[20/1 SPARE ES EQUIPMENT SUPPLIER e SWITCH WITH NEON PILOT LIGHT, ONE-GANG ASSEMBLY (46" MH)
EXISTING 20/1 |[ 21 | B | 22 |[20/1 EX. LOAD SPARE 20/1 |[ 21 | B | 22 |[20/1 SPARE SPARE 152 |[21 | B | 22 |[30/2 SPARE SPARE 30/1|[ 21| B | 22 |[20/1 SPARE SPARE 30/1|[21 ] B | 22 |[30/1 EX. LOAD ~ )
EXIgTINg ggﬁ 53 C gg ggﬁ EX. L8AD gPAEE 53 C 5461 22/1 8-M ;ISAT (TRACE) = — 53 C gg — o gPARE ggg 53 C gg zgg i Z?PARE ) gPARE ggﬁ 53 C gg 20/2 SPARE FAAP FIRE ALARM ANNUNCIATOR PANEL —e KEY OPERATED WALL SWITCH (46" MH)
EXISTIN 5] A EX. LOAD PACE 5| A F mA(NEW PARE 5 5] A 5 PARE PARE 5| A 5 .7-M | [AH-2(NEW BKR PARE 5| A .
EXISTING 20/1|[ 27 | B | 28 |[20/1 EX. LOAD SPACE 27 | B | 28 SPACE - 27 | B |28 - 27 | B |28 3.7-M - SPACE 27 | B | 28 |[20/1 EX. LOAD FACP FIRE ALARM CONTROL PANEL e e TION: KEY OPERATED WALL SWITCH (46" MH), MATCH
VAV XFMR (RE) |[1.1-M|[20/1|[ 29 | ¢ [ 30 |[20/1 EX. LOAD SPACE 29| € |30 SPACE SPARE 20/1|[29 | ¢ [30][15/2 SPARE HWP-1(REUSE) | [1.3-M |[ 20/3 |[ 29 | € [ 30 3.7-M - SPACE 29| € [30 SPACE ;
EXISTING 20/1 ([ 31| A | 32]]20/1 EX. LOAD SPACE 31| A |32 SPACE CWP-1 1.3-M|{20/3|[ 31| A [ 32 -- 1.3-M 31| A |32 SPACE SPACE 31| A |32 SPACE FP FIRE PROTECTION CONTRACTOR "
INCANDESCENT LIGHTING DIMMER SWITCH (46" MH) 1000 WATTS
EXISTING 20/1 |[ 33| B | 34 |[30/2 SPARE SPACE 33| B | 34 SPACE REUSE EXIST |[1.3-M 33| B | 34 SPACE 1.3-M 33| B | 34 SPACE SPACE 33| B | 34 SPACE 5 UNLESS OTHERWISE INDICATED. LUTRON NO(VA_T #N)T1000
SPARE 30/3|[35| C | 36 SPACE 35 | C | 36 SPACE — 1.3-M 35 | C | 36 |[20/3 ||1.3-M CWP-3 HWP-2(NEW) |[1.3-M|[ 20/3|[35 | C | 36 SPACE SPACE 35 | C | 36 SPACE GC GENERAL CONTRACTOR o (SUBSCRIPT 'D' INDICATES 1000W: '1D' INDICATES 1500W: ‘20"
37 | A | 38 |[50/3|[3.7-M |[AH-1(NEW BKR) SPACE 37 | A | 38 SPACE CWP-2 1.3-M [ 20/3 [ 37 | A [ 38 1.3-M || REUSE EXIST 1.3-M 37 | A | 38 SPACE SPACE 37 | A |38 SPACE GND GROUND INDICATES 2000W: 2D REQUIRES DOUBLE GANG BOX)
39| B |40 3.7-M SPACE 39| B | 40 SPACE REUSE EXIST |[1.3-M 39| B | 40 1.3-M - 1.3-M 39| B |40 SPACE SPACE 39| B | 40 SPACE < '
\ CP-1(REUSE) J(1.1-MJ(20/1 (41| C | 42 ]I~ 3.7-M ) L J)) L SPACE L JL J41 ] C [ 42 )1 ) L SPACE B\ - 1.3-MJ L~ 41 | C | 42 J( J L SPACE {8 SPACE L JL J 41| C [ 42 ]( L L SPACE ) L SPACE J{ J 41| C [ 42 ]( L JL SPACE ) HC HVAC CONTRACTOR o WEATHERPROOF WALL SWITCH
LEGEND: L-LIGHTING, R-RECEPTACLES, M-MOTORS, H-RESISTANCE HEAT, C-CONTROL, LEGEND: L-LIGHTING, R-RECEPTACLES, M-MOTORS, H-RESISTANCE HEAT, C-CONTROL, LEGEND: L-LIGHTING, R-RECEPTACLES, M-MOTORS, H-RESISTANCE HEAT, C-CONTROL, LEGEND: L-LIGHTING, R-RECEPTACLES, M-MOTORS, H-RESISTANCE HEAT, C-CONTROL, LEGEND: L-LIGHTING, R-RECEPTACLES, M-MOTORS, H-RESISTANCE HEAT, C-CONTROL, B JUNCTION BOX ELECTRONIC FLUORESCENT DIMMER SWITCH (46" MH), LUTRON
MLO- MAIN LUGS ONLY, DSL- DOUBLE SET OF LUGS, MB-MAIN BREAKER, LC-LOCKING ~ MLO- MAIN LUGS ONLY, DSL- DOUBLE SET OF LUGS, MB-MAIN BREAKER, LC-LOCKING ~ MLO- MAIN LUGS ONLY, DSL- DOUBLE SET OF LUGS, MB-MAIN BREAKER, LC-LOCKING ~ MLO- MAIN LUGS ONLY, DSL- DOUBLE SET OF LUGS, MB-MAIN BREAKER, LC-LOCKING ~ MLO- MAIN LUGS ONLY, DSL- DOUBLE SET OF LUGS, MB-MAIN BREAKER, LC-LOCKING ’
- NOVA-T (SUBSCRIPT F SHALL BE EQUAL TO #NFT-10-120V-1900W OR
CLIP, SFL-SUB FEED LUGS CLIP, SFL-SUB FEED LUGS CLIP, SFL-SUB FEED LUGS CLIP, SFL-SUB FEED LUGS CLIP, SFL-SUB FEED LUGS MH MOUNTING HEIGHT TO CENTERLINE OF ITEM UNLESS INDICATED —e #NFT-10-277V-2200W; 277V REQUIRES DOUBLE GANG BOX)
OTHERWISE ON DRAWINGS COORDINATE SWITCH WITH LIGHT FIXTURE VOLTAGE '
NIC NOT IN CONTRACT 2 FLUSH FRACTIONAL HORSEPOWER MOTOR STARTER WITH NEON
CENERAL NOTES pC PLUMBING CONTRACTOR — PILOT LIGHT, ONE-GANG ASSEMBLY (46" MH)
I n
R DEVICE TO BE REMOVED AND RELOCATED IN ANOTHER AREA —e HORSE POWER RATED WALL SWITCH (46" MH)
( N GANGED SWITCH ASSEMBLY (46" MH
A.- ALL NEW CONDUITS SHALL BE RUN IN EXISTING OR NEW CHASES. RD DEVICE RELOCATED FROM ANOTHER AREA I-I: ( )
GANGED SWITCH ASSEMBLY FOR MULTI-LEVEL LIGHTING
B.- ALL CONDUITS SHALL BE PROVIDED CONCEALED ABOVE EXISTING CEILINGS IN s SURFACE MOUNTED I‘E:) APPLICATIONS, INNER LAMP(S) SHALL BE SWITCHED SEPARATELY
FINISHED AREAS WHERE POSSIBLE. TYP TYPICAL FROM OUTER LAMPS, UNLESS NOTED OTHERWISE
C.- ALL DEMOLISHED ELECTRICAL FEEDS SHALL BE REMOVED BACK TO SOURCE WG WIRE GUARD SIZED SPECIFICALLY FOR DEVICE IT IS SERVING D" HEAVY DUTY DISCONNECT SWITCH
AND MARKED AS SPARE. SPARE BREAKERS MAY BE REUSED AS PART OF THE NEW o
WORK DESCRIBED IN THESE DOCUMENTS. WP WEATHERPROOF X EAOOI\ITSRROSLTTARTIEEF'S‘&UE%' NACI\IggﬁleEFADFIIuégl\IIITLAOcTTSUGHT'
D.- CONNECT SMOKE DUCT DETECTORS TO EXISTING FIRE ALARM SYSTEM. 0 PLAN NOTE SYMBOL - APPLIES ONLY TO SHEET ON WHICH NOTE IS
PROVIDE ALL NECESSARY BOOSTER PANELS, SYSTEM PROGRAMMING, RELAYS, SHOWN Xk BSII(BIIJIIIS,ACT(IJ?\JI\II\?:(T)ESVFI TSCT:RTER (AS LISTED ABOVE) AND HEAVY
ETC FOR COMPLETE OPERATING SYSTEM.
® DETAIL NOTE SYMBOL - APPLIES ONLY TO DETAIL ON WHICH NOTE IS
SHOWN Vo2 ELECTRIC MOTOR
L ) <> EQUIPMENT REFERENCE SYMBOL CABINET UNIT HEATER, UNIT HEATER, EXHAUST FAN
(& | ROOM NUMBER FC FAN COIL UNIT
DETAIL B SHOWN ON SHEET E2 ~mmm CIRCUIT BREAKER PANEL (FLUSH MOUNTED)
£ “ o CIRCUIT BREAKER PANEL (SURFACE MOUNTED
—~ ELECTRICAL CONNECTION REQUIRED — ( )
I CIRCUIT BREAKER PANEL (FLUSH MOUNTED)
| EXIT LIGHTING FIXTURE, ARROWS AS INDICATED, CEILING
MOUNTED, CONNECT AHEAD OF LOCAL SWITCHING = CIRCUIT BREAKER PANEL (SURFACE MOUNTED)
EXIT LIGHTING FIXTURE, ARROWS AS INDICATED, WALL MOUNTED @ LINE VOLTAGE THERMOSTAT (FURNISHED BY HC WIRED AND
boxe] AT 3" ABOVE DOOR TRIM OR BELOW CEILING AS REQUIRED, INSTALLED BY EC)
CONNECT AHEAD OF LOCAL SWITCHING
BUILDING 115 O3 MISCELLANEOUS PANEL FOR USE AS NOTED ON DRAWING
EXISTING 115-1 O [=]p. LGHTING FIXTURE; CAPITAL LETTER DENOTES FIXTURE TYPE, LOWER
208/120V, 3@, 4W H1 B1 CASE LETTER DENOTES SWITCHING ARRANGEMENT FIRE ALARM SPEAKER & ADA SIGNAL LIGHT (80" MH)
I I @NL /NL HEALTH CARE: LIGHTING FIXTURE ON NIGHT LIGHT (NL) AND/OR FK FIRE ALARM HORN & ADA SIGNAL LIGHT (80" MH)
H1 B1 EMERGENCY CIRCUIT )
130Ky 208/120V | 2000A | FIRE ALARM CHIME & ADA SIGNAL LIGHT (80" MH)
> 3¢ 38, 4w ~ o / OFFICE/STICK-ON: LIGHTING FIXTURE WITH BATTERY UNIT, FIRE ALARM ADA SIGNALING LIGHT (80" MH)
! ! ! ! ! ! ! ! H1 B1 BATTERY UNIT
3 E | ) 80A ) 80A D 30A ) 125A ) 400A ) 400A ) NEW ) 600A I .
MEDIUM VOLTAGE | I I . { 250A | .. EDUCATIONAL: LIGHTING FIXTURE WITH PARALLEL EMERGENCY FIRE ALARM SIGNAL PULL-STATION STATION (46" MH)
TRANSFORMER
e H1 LesiBl EQIC—LIIE.RS\I/\/BITI(-:II-IAINE CONNECT EMERGENCY BALLAST AHEAD OF [k KEY OPERATED FIRE ALARM SIGNALING STATION (46" MH)
SPARE SPARE oo CEILING MO SMO CTOR. SUBSC CATES
EILING MOUNTED SMOKE DETECTOR. SUBSCRIPT 'ER' INDICATE
‘ 3 3 FA‘EOT%RY EXISTING LIGHT FIXTURE TO BE REMOVED AND/OR RELOCATED, LINE ELEVATOR RECALL
MOUNTED O e TYPE TYPICAL FOR ALL DEVICES TO BE REMOVED AND/OR
REFER TO PLAN FOR UNIT RELOCATED CEILING MOUNTED HEAT DETECTOR
EXISTING EXISTING EXISTING EXISTING FEEDER INFORMATION EXISTING LIGHT FIXTURE TO REMAIN, MAINTAIN EXISTING 1 IN-DUCT SMOKE DETECTOR
PANEL PANEL WATER PANEL ° |¢  CIRCUITRY, UNLESS WHEN NOTED OTHERWISE, LINE TYPE TYPICAL
115-1-02-1G  115-1-02-1F  HEATER  115-1-02-1L NEW FOR ALL DEVICES TO REMAIN DUCT MOUNTED SMOKE DETECTOR
CHILLER - DASHED SYMBOL INDICATES THAT PARTICULAR OUTLET OR DEVICE INTEGRAL ELECTRIC RELEASE DOOR CLOSER, FURNISHED BY DOOR
CH-1 > TO BE REMOVED AND CIRCUITRY MADE CONTINUOUS WHERE HARDWARE SUPPLIER, WIRED BY EC
- REQUIRED
o ELECTROMAGNETIC DOOR HOLDER (WALL MOUNTED)
o EXISTING OUTLET OR DEVICE TO REMAIN, MAINTAIN EXISTING
E CIRCUITRY WATER FLOW SWITCH
BUILDING 115
EXISTING 115-1A A-182 EACH ARROWHEAD REPRESENTS ONE COMPLETE CIRCUIT; CAPITAL B FIRE ALARM CONTROLLED PROGRAMMABLE RELAY
208/120V, 36, 4W £ LETTER DENOTES PANEL; NUMBER DENOTES CIRCUIT UALVE TAMPER SWITCH
’ 7’ V
| | WIRE & CONDUIT IN WALL OR ABOVE CEILING
1200A DUCT MOUNTED DETECTOR REMOTE TEST STATION AND ALARM
I ' ' ' , ' ' ' I — —— — WIRE & CONDUIT IN OR BELOW FLOOR SLAB OR BELOW GRADE INDICATOR LIGHT, WALL MOUNTED AT (80" MH) UNLESS NOTED
OTHERWISE
——CT—— CABLE TRAY
| 150A 150A 200A 200A 150A 600A(OFF) 600A(OFF) | 0 JUNCTION BOX SMOKE DAMPER
| | FIRE SHUTTER
I | & 20A-125V SINGLE RECEPTACLE, NEMA 5-20R (18" MH)
SPARE FIRE FIGHTER'S TELEPHONE (60" MH)
(=S 20A-125V DUPLEX RECEPTACLE, NEMA 5-20R (18" MH) -
5 5 PUSH-BUTTON (46" MH) SEE PLAN NOTES
' ' Q SPECIAL PURPOSE RECEPTACLE, REFER TO NOTE ON PLAN &
[E] BUZZER, SEE PLAN NOTES
& 20A-125V DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, (18" MH)
EXISTING EXISTING  EXISTING  EXISTING EXISTING TWO-GANG ASSEMBLY MECHANICAL BELL, SEE PLAN NOTES
F1)I.\I5\I-E1E03A-2£ iﬁé\'_'io%_zc F1)I.\I5\I-E1I03A-ZB F1)I.\I5\I-E1E03A-2F i?gI-ElI:%A-ZD BUILDING 115 20A-125V DOUBLE DUPLEX RECEPTACLE, NEMA 5-20R, (46" MH)
(L) (12) (BLD) (5L2) L) EXISTING P2 @ WHERE SHOWN ABOVE COUNTER, COORDINATE HEIGHT WITH
208/120V, 3@, 4W CASEWORK CONTRACTOR
[ ] 20A-125V DUPLEX RECEPTACLE, NEMA 5-20R (46" MH), WHERE
600A €& SHOWN ABOVE COUNTER, COORDINATE HEIGHT WITH CASEWORK
| CONTRACTOR
I | e 20A-125V DUPLEX RECEPTACLE, NEMA 5-20R, WITH GROUND FAULT
70A 70A  J200A J100A _/100A 200A GF CIRCUIT INTERRUPTER (18" MH)
L ] 20A-125V WEATHERPROOF DUPLEX RECEPTACLE, NEMA 5-20R,
FEEDERTO FEEDERTO SPARE SPARE SPARE == WITH GROUND FAULT CIRCUIT INTERRUPTER (18" MH), WITH
BECOME  BECOME WP/GF TAYMAC #20310 STANDARD COVER, VERTICAL MOUNT
SPARE SPARE o 20A-125V DUPLEX RECEPTACLE, NEMA 5-20R, TAMPER RESISTANT,
T HUBBELL #HBL8300SG (18" MH)
EXIST 20A-125V DUPLEX RECEPTACLE, NEMA 5-20R, IN HUBBELL B2427
ELEVATOR = FLUSH FLOOR BOX $S3825 COVER PLATE, PROVIDE CARPET FLANGE
WHERE REQUIRED
. J . J
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1 2 3 4 5 6 7 9
DEMOLITION PLAN NOTES O PLAN NOTES O
N RN VR TN (— \ ("
/) (\ 2 ) (. (4 ) 1.- REMOVE POWER CONNECTION AND ALL ASSOCIATED EQUIPMENT FROM @ @ @ @ 1.- REMOVE ABANDONED BUS DUCT. w
NS N N N HVAC EQUIPMENT TO BE REMOVED. REMOVE CONDUIT AND WIRING BACK TO
SOURCE. MARK DISCONNECTED BREAKERS AS "SPARE". 2.- POWER FOR TRANSFORMER FOR LOW VOLTAGE TO VAV BOXES. CIRCUITTO
SPARE BREAKER IN PANEL INDICATED POSITION 29 WITH (2) #12, (1) #12G IN %"
2.- RELOCATE EXISTING PANEL TO LOCATION SHOWN ON NEW WORK PLAN. CONDUIT.
3.- HWP-1, HWP-2: 208V 3@ 3HP. RUN (3) #12, (1) #12G IN 3/4" CONDUIT FROM
UNIT THROUGH VFD TO NEW 20A-3P BREAKER IN PANEL INDICATED. REFERTO
MECHANICAL PLANS FOR VFD LOCATIONS.
TN
. A (] [ [ [ ] @ ] [ [ [ [ ] 4.- EF-1: 120V 1 101W. MOUNT SWITCH ON WALL ADJACENT TO LIGHT SWITCH
-/ 1 B }—L%# L | L]_L%i\_m L FOR CONTROL.
\\ ”\ 5.- AH-1: 208V 3@ 10HP. RUN (3) #6, (1) #10G IN 1" CONDUIT FROM UNIT THRU A
] ‘ = ] ‘ . VFD THROUGH NEMA 1 60A DISCONNECT TO NEW 50A-3P BREAKER IN PANEL
\ )} INDICATED. REMOVE 20/1 AND 20/2 FROM POSITIONS 38,40,42 FROM PANEL
L L AND REPLACE WITH 50A-3P. REFER TO MECHANICAL PLANS FOR VFD LOCATIONS.
S
// L N 6.- LOW VOLTAGE CONNECTION TO VAV BY CONTROLS SUPPLIER FROM CENTRAL
[ _— < / I Il | SUPPLY ON GROUND FLOOR.
7.- EF-8: 120V 1¢ 1/20HP. RUN (2) #12, (1) #12G IN 3/4" CONDUIT. FAN IS
CONTROLLED BY T-STAT IN ROOM.
— D
‘;/ B\\ ‘ [] h 3 h 8.- CP-1: 120V 1% 1/3HP. RUN (2) #12, (1) #12G IN 3/4" CONDUIT. CIRCUITTO
\\\ J UP T | SPARE BREAKER (POSITION 41) IN INDICATED PANEL.
- 4 PANEL 115-1-03A-2F
I 9.- EXISTING PANEL TO BE RELOCATED TO POSITION SHOWN ON THIS PLAN.
/’ - =
10.- AH-2: 208V 3@ 10HP. RUN (3) #6, (1) #10G IN 1" CONDUIT FROM UNIT THRU
E— A VFD THROUGH NEMA 1 60A DISCONNECT TO NEW 50A-3P BREAKER IN PANEL
INDICATED. REFER TO MECHANICAL PLANS FOR VFD LOCATIONS.
T L T - 11. CUH-3: 120V 1@. RUN (2) #12, (1) #12G IN 3/4" CONDUIT.
- Wi 3
14 - 12. CIRCUIT TO NEW 20A-1P BREAKER IN EXISTING PANEL INDICATED.
] ] L] 13.- REMOVE EXISTING FIXTURE AND SAVE TO BE REINSTALLED AS SHOWN.
— 5 @ 5 EXTEND CIRCUITING AS REQUIRED, MAINTAIN SWITCHING.
“‘\ (7,/3 [] H D b @ [] - D 14.- PROVIDE NEW SURFACE MOUNTED "INDUSTRIAL" FIXTURES NEAR AT NEW
z m @ m AIR HANDLER(AH-1). FIXTURES SHALL BE 120V, ELECTRONIC BALLAST,
@ FLUORESCENT. CONNECT TO EXISTING LIGHTING CIRCUIT. COORDINATE EXACT
- Il | H Il | LOCATION WITH OWNER (TOTAL OF 3 FIXTURES).
L L 15.- NEW DUCT SMOKE DETECTOR AND TEST STATION. MOUNT DETECTOR IN
RETURN DUCTWORK PER MANUFACTURER'S INSTRUCTIONS AND MOUNT TEST
‘ STATION ON WALL NEARBY.
- | - ) @ | . .
L \ L
| 115-1-03A-2F — Il |
(D) i — — B B T @ E— — 7 A B B I —
N s : N 115-1-03A-2F B
X v
% xX
A “ene :
T /\ upP \\ -
A . - 11115-1-03A-2F I .
DN. B
’// ﬂ: j:/ﬂ:
_ [ / o
//_\\ | [ . E‘iLUuKED | - ?LOCKED
) = — L] Nl I ﬁ m @ - JJ i
— . \TELEPHONE— i N \_ 1151-03A2B eLoNE -
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DEMOLITION PLAN NOTES O PLAN NOTES O
TN /TN TN e (7 N\ (( w
(1) (2) (3 ) 4\ 1.- REMOVE POWER CONNECTION AND ALL ASSOCIATED EQUIPMENT FROM @ @ @ @ 1.- EF-2:120 1¢ 67W. PROVIDE (2) #12, (1) #12G IN 3/4" CONDUIT. CIRCUIT AS
\__/ N\ \__/ N HVAC EQUIPMENT TO BE REMOVED. REMOVE CONDUIT AND WIRING BACK TO SHOWN. MOUNT SWITCH ON WALL ADJACENT TO LIGHT SWITCH FOR FAN
SOURCE. MARK DISCONNECTED BREAKERS AS "SPARE". CONTROL.
2.- EF-3:120 1 114W. PROVIDE (2) #12, (1) #12G IN 3/4" CONDUIT. CIRCUIT AS
SHOWN. MOUNT SWITCH ON WALL ADJACENT TO LIGHT SWITCH FOR FAN
CONTROL.
3.- EF-6: 120 1) 67W. PROVIDE (2) #12, (1) #12G IN 3/4" CONDUIT. CIRCUIT AS
@ @ SHOWN. MOUNT SWITCH ON WALL ADJACENT TO LIGHT SWITCH FOR FAN
CONTROL.
] ‘ ‘ N 1 L] ‘ | ] ] ‘ | N 1 L ‘ ‘ ]
4.- LOW VOLTAGE CONNECTION TO VAV BY CONTROLS SUPPLIER FROM CENTRAL
SUPPLY IN BASEMENT.
\ ) 5.- EF-10: 120V, 1@, 1/20HP. PROVIDE (2) #12, (1) #12G IN 3/4" CONDUIT.
- CIRCUIT AS SHOWN. MOUNT SWITCH ON WALL ADJACENT TO LIGHT SWITCH FOR
s a SW2 i FAN CONTROL.
_ I I _ o 1 6.- CUH-1: 120V, 1@, 1/10HP. PROVIDE (2) #12, (1) #12G IN 3/4" CONDUIT.
: — CIRCUIT AS SHOWN.
= @ 7.- CH-1: 208V 3@ MCA 246A. RUN (3) #250, (1) #4G IN 3" CONDUIT FROM UNIT
i (4) A THROUGH A UNIT MOUNTED NEMA 3R 400A DISCONNECT TO NEW 250A-3P
— : BREAKER IN PANEL 115-1. REMOVE EXISTING SPARE BREAKER AS REQUIRED.
@ : ] + n @ = N 1 N n a
r M /\ M M ] W M 8.- CWP-1, CWP-2, CWP-3: 208V 3@ 3HP. RUN (3) #12, (1) #12G IN 3/4" CONDUIT
72— NG S FROM UNIT THROUGH VFD TO EXISTING 20-3PA BREAKER IN PANEL
s Il | o - a 115-1-03A-2C. REFER TO MECHANICAL PLANS FOR VFD LOCATIONS.
oy, Y oy 9P
L ’ 9.- HEAT TRACE FOR CHILLED WATER PIPING. RUN(2) #12, (1) #12G IN 1"
CONDUIT TO NEW 20A-1P 30mA GF BREAKER IN PANEL 115-1-03A-2E
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PLAN NOTES O
G )
@ @ @ @ 1.- EF-4:120 1@ 67W. PROVIDE (2) #12, (1) #12G IN 3/4" CONDUIT. CIRCUIT AS
SHOWN. MOUNT SWITCH ON WALL ADJACENT TO LIGHT SWITCH FOR FAN
CONTROL.
2.- EF-5:120 1 101W. PROVIDE (2) #12, (1) #12G IN 3/4" CONDUIT. CIRCUIT AS
SHOWN. MOUNT SWITCH ON WALL ADJACENT TO LIGHT SWITCH FOR FAN
CONTROL.
3.- EF-7: 120 1@ 67W. PROVIDE (2) #12, (1) #12G IN 3/4" CONDUIT. CIRCUIT AS
@ SHOWN. MOUNT SWITCH ON WALL ADJACENT TO LIGHT SWITCH FOR FAN
CONTROL.
[] 1 =1, e []
4.- LOW VOLTAGE CONNECTION TO VAV BY CONTROLS SUPPLIER FROM CENTRAL
SUPPLY ON GROUND FLOOR.
5.- TO 20A-1P SPARE BREAKER IN PANEL 115-1-03A-2D
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